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NOTE
This report was first reprinted September 1981, with a correction in
Equation 5. This printing (April 1983) corrects errors in Tables 1 and
3 and, for user convenience, provides fits for the clear sky normaliza-
tion and window factors equations.

A complete program listing for the TI-59 calculator, based on the pro-
cedure described herein, appeared in Lighting Design and Application,
June 1981, pp. 28-36 and in Solar Age, August 1981, pp. 37-47. It also
appears in Lawrence Berkeley Laboratory Report LBL-12248.

This work was conducted as part of the Lawrence Berkeley Laboratory’s
Windows and Daylighting Program with support provided by the U.S.
Department of Energy. For further information regarding related activi-
ties, please contact:

Windows and Daylighting Program
Building 90, Room 3111
Lawrence Berkeley Laboratory
Berkeley CA 94720
(415) 486-5605
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ERRATA
QUICKLITE 1 Daylighting Program

The documentation for the TI-59%9 daylighting program, now called
QUICKLITE 1, contains a table of clear sky normalizatioms (Néc) on
page 17 and a table of clear sky window factors (f.) on page 20. Ap-
propriate values from these tables are used as input to the clear sky
calculations. Both tables are incorrect. The correct values are giv-
en here in Tables 1 and 2. Two sets of fits which may be easier to use
than the tabulated values are given in Tables 3 and 4.

The normalization factor is described in the QUICKLITE 1 documen-

tation as the ratio of the illumination on a horizontal plane, EO’ to
the luminance at the zenith, L (0). The illumination at a point in-
side a room, E , is:
¢u eU.
Ep =/ [ L(6,9) (T(9,9) cosB) sind dO d¢ D)
% %
where L(8,¢) is the sky luminance at (6,¢), cos(8) T(6,¢) is the cor-
rection for the projected surface area and window transmission, and
sinf dO d¢ is the solid angle element. For a clear sky, L(8,¢) factors
as (F1(9,¢) L(O))/F2 where F2 is not dependent on (6,¢).1 QUICKLITE 1

takes advantage of this factorization by evaluating Ep for the clear

sky as:
Eqy ¢u eu
E = Er—-f I F1(6,¢) (T(8,9) cosB) sinb db6 d¢ (2)
P r1d ‘1’/& ez

Solving for the normalization factor, Néc gives:

No = (Eo F2)/L(O). (3)

Thus, for a clear sky the definition given in Reference 1 is incorrect,
because Nbc must include the extra factor F,.

In the QUICKLITE 1 documentation the tabulated Nbc values are



Page 2 Errata

approximately equal to 1/2(E0/L(0)). The added factor-of-2 error gave
a normalization at a solar altitude of 40° (our worked example) that
is unfortunately accurate to about 2% of the correct value.

The window factor is defined as the ratio of the illumination per

unit surface area on a vertical surface (sinb® cos¢) to the illumination

per unit surface area on a horizontal surface (cosf):
/2 T/2

J (S L(,9) sinZB d8) cosd do
-n/2 0
fA i n/2 (4)
S (S L(B,9) sinB cosb dB) d¢
-7 0

The window factor in the original documentation was calculated without

changing from cos® to sinfBcos¢ in the numerator.

The effect of the above errors is to multiply the sky and reflect
ed components by the &rong factors. We have computed new values for
Nbc and fb using Simpson's rule to estimate the double integrals. The
step size was decreased until the values changed by less than .017%Z.
The new values are presented in Tables 1 and 2. Tables 3 and 4 pre-
sent simple fits to a more complete table of results. Note that the
fits in Table 3 are more accurate than the basic numerical-integral,
split-flux procedures used in QUICKLITE 1 and should therefore be ade-

quate for almost all purposes.

A set of five runs at different solar altitudes was checked against
equivalent runs using the program SUPERLITE.2 Using the new values of
NAC and fé, the maximum discrepancies appear at or opposite the window
and range from 15-25%. The root-mean square (average) discrepancy for
all points was 11%Z. Results averaged 6% higher with QUICKLITE than
with SUPERLITE. ' Using the original values of NAc and fb’ the results
differed from those of SUPERLITE by as much as a factor of 6 when the
solar altitude was 90°. Our original example was unfortunately accu-
rate to 5% -- a triumph for Murphy's Law instead of a validation of

the program and documentation as we had believed.

A precision of 10-20% seems consistent with the algorithms used
in QUICKLITE 1, and we hope that this comparison indicates that there
are no further major problems in the program. In the future we do ex-

pect to do more validation tests for both programs.
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Solar

Altitude

10°
20°
30°
40°
50°
60°
70°
80°
90°

Table 1

Clear Sky Normalization Factors

Solar Altitude NAQ
10° 2.129
20° 2,353
30° 2.547
40° 2,702
50° 2.820
60° 2.906
70° 2.964
80° 2.998
90° 3.009
Table 2
Clear Sky Window Factors (fb)
Window Azimuth from Sun

0° 45° 90° 135° 180°
1.54 1.23 0.65 0.50 0.51
1.41 1.13 0.60 0.45 0.44
1.23 1.00 0.56 0.41 0.40
1.05 0.87 0.52 0.38 0.37
0.89 0.75 0.49 0.37 0.35
0.74 0.65 0.47 0.37 0.35
0.62 0.56 0.45 D.38 0.36
0.52 0.49 0.44 0.40 0.39
0.44 0.44 0.44 0.44 0.44
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Table 3

First Fits to Clear Sky Normalizations (Néc) and Window Factors (fA)

2
N "= 1 oa xt
5C . 1
i=0
Table of Ay
i 0 1 2
Ai 2.7604 .5538 -.3139

Maximum error* = 0.6% at 64 = 0°,

Root-mean square (average) error* = 0.3%.

F 2 2
f' =% I B, x*vy]
i=0 j=0 *J
Table of Bij
J
i -0 I 2
0 .5124 .3176 .1632
1 -.1438 -.2777 -.2143
2 .0701 -.0654 .0220

Maximum error* = 12.9% at 86 = 90°, ¢ = 0°.

Root-mean square (average) error* = 2.8%.

X = (64 - 45)/45 where 6, = solar altitude in degrees.
= cos(¢) where ¢ = window azimuth from sun.

*The numerical evaluations of N, and f, are presumed to be accurate
to ~0.01%. The quoted errors are the errors of the fit relative to
these numerical estimates.
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Table 4
Second Fits to Clear Sky Normalizations (Néc) and Window Factors (fé)

4 .
N T= 35 a xi
Ac i
=0
Table of Aj
i 0 1 2 3 4
Ai 2.766521 .547665 -.369832 .009237 .059229

Maximum error* = 0.3% at BA = 0°.

Root-mean square (average) error* = 0.1%.

g 4 4 .

f, = L I B, x* vyl
i=0 j=0 *J
Table of Bij
J

i 0 1 2 3 A
0 - .505551 .305110 .184461 0 -.029975
1 -.142919 -.357353 -.384803 0 .093932
2 .089048 .048448 .177271 0 -.076023
3 .010839 .119970 .158878 0 -.043539
4 -.022966 -.120651 -.141648 0 .057687

Maximum error* = 2.1% at GA = 90°, ¢ = 0°.

Root-mean square (average) error* = 0.6%.

+X = (8 - 45) /45 where 8, = solar altitude in degrees.
Y = cos(¢) where ¢ = window azimuth from sun.

*The numerical evaluations of N, and f, are presumed to be accurate
to ~0.01%. The quoted errors are the errors of the fit relative to
these numerical estimates.



CALCULATING INTERIOR DAYLIGHT ILLUMINATION

WITH A PROGRAMMABLE HAND CALCULATOR

Harvey J. Bryan and Robert D. Clear

Lawrence Berkeley Laboratory
University of California
Berkeley, California 94720

ABSTRACT

A procedure is described for calculating interior daylight illumina-
tion using an inexpensive programmable hand calculator. The proposed
procedure calculates illumination at any point within a room utilizing
sky luminance distribution functions that are consistent with the CIE
(Commission Internationale de 1'Eclairage) Overcast and Clear Sky
functions. This procedure separates the light reaching the point being
consideredvinto three components, these being (a) light directly from
the sky, (b) light after being reflected from external, and (c) internal
surfaces, Finally, two examples are presented in order to demonstrate
the proposed procedure and indicate the speed with which the calculations

may be performed.

KEY WORDS
Daylighting, natural illumination, lighting, energy conservation,

energy use in buildings, programmable hand calculators.
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INTRODUCTION

As design professionals focus on thermal load reduction in commercial
buildings, lighting looms as the single largest energy consumer in these
buildings. Daylighting is presently being proposed as one of the most pro-
mising energy conservation strategies for reducing these lighting loads.1
Although substantial savings in both electrical energy and peak power de-
mand exist, it is not obvious that projected savings can be achieved given
the present state of daylighting design procedures. The major obstacle in
the utilization of daylighting is the lack of accurate and simple proce-
dures for daylighting analysis.

Present procedures for calculating the effects of daylight can be
divided into two categories: simplified procedures (e.g., lumen methodz)
which often make assumptions which can result in questionable accuracy,
and computer programs (e.g., Lumen II daylighting programB) which although
highly accurate, require the preparation of detailed input data and access
to time-sharing computer facilities. Therefore, it became necessary that
a procedure be developed for calculating daylight which is highly accurate
and yet not dependent on a computer environment. This objective can now be
achieved with the aid of a programmable hand calculator.

Numerous procedures for calculating illumination from natural sources
have been discussed in the 1iterat:v.11‘e.£l However, none of these procedures
have been introduced into a programmable hand calculator. The proposed pro-
cedure utilizes the daylight factor method, which is able to calculate
daylight illumination at any point within a room. The procedure presented
in this paper was developed specifically for the Texas Instruments TI-59
calculator, however with some minor modifications this procedure can be ex-

tended to other programmable hand calculators (e.g., HP-67),



THE DAYLIGHT FACTOR METHOD

The daylight factor method, which is recommended by the CIE (Commission
Internationale de 1'Eclairage), is used in Europe, particularly im Britain
where the method was first developed. Today, the daylight factor is defined
as the ratio between the daylight illumination at a point in the interior
and the simultaneous exterior illumination available on a horizontal sur-
face from an unobstructed sky (excluding direct sunlight) expressed as a
percentage. The light reaching the point being considered is separated into
three paths (see Figure 1): light directly from the sky (Sky Compomnent or
SC); light after reflection from external surfaces (Externally Reflected
Component or ERC); and 1light after reflection from internal surfaces (In-
ternally Reflected Component or IRC). The total for these three components
gives the daylight factor, which is simply expressed as:

Daylight Factor = SC + ERC + IRC

THE SKY COMPONENT

The sky component is the ratio between the daylight illumination at
a point in the interior which is received directly from the sky and the
simultaneous exterior illumination available on a horizontal surface from

an unobstructed sky.

Overcast Sky:

The sky component from an overcast sky is a function of the sky
luminance, the window transmission, the solid angle (sin6dedt) and the
cosine correction (cos8) for the projection onto the horizontal plane.
Here 9;? are the standard polar angles; 6 equals the angle from the zenith

(8=90%-altitude) and'f equals the azimuthal angle. For convenience we set
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=0 to be the direction of the window normal. The CIE Standard Sky luminance

function5 is given by the following formula:

L(6)=—-1‘—§TQ-)—-(1+2cose)..............(1)

where
L(8) = Luminance of sky position at angle 8
L(0) = Luminance of the zenith

8 = Angle from the zenith to sky position

The illumination through a window is then divided by the illumination
on a horizontal plane which is the integral of equation (1) times the cosine
correction over the hemisphere. This integral has been done analytically
and is equal to 7/9 L(0).

The window transmission correction for angle of incidence loss must
also be considered. Rivero's approximation for angle of incidence loss is

used,6 which is given by the following formula:

TY) = 1.018 T(0) cos¥(1 + TS o T ¢)'

where
T(W) = Transmission of glass at angle ¥ to the normal of the window
T(0) = Transmission at normal incidence

Note: The Rivero approximation actually gives a slightly higher
transmission value at normal incidence (¥=0) than the measured
value, the reason for this is because it optimizes over all angles.
The sky component program does the integral over the product of
equations (1), (2) and the cosine correction numerically. The logic of
the program is made simpler by changing to a rectangular coordinate system
11;? (see Figure 2) so that the limits of the integral are independent and
are given by:
= tan-l(tanecoSf)

which gives the following angular relationships;

1
cos.ﬂ--cos"f/x’i

cosO

1
sin..f!./:(i

i
cos¥ = coéf sin.ﬂ./x’5

sing
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siﬁ?

de

(sinz.ﬂ.+ cosz‘f’ (cosz.ﬁ.— sinz.ﬁ. ))%'/xli
cos'f d.ﬁ-/x; d‘f = d‘e
where x = cosz.D. cosz'? + sinz.ﬁ. and = %(F‘(—’T—;’-—

The integral is derived from equations (1), (2) and the above angular

relationships. The integral is given as follows:

N
SC = 3.054T(0) (/)(Sinz-ﬂ.cosﬂcosg"e (1 + 2cosf cos.ﬂ.) x
71t 5/2 Y
ry A x X
(1 + ( sin%ﬂ.+ cosz‘fx(cosz.ﬂ.— ‘sinz-ﬂ.)):;/z) d'e afbe o w e . . (3)

The limits of the integral are given by the angular coordinates of

the four corners of the window., The integral over‘? is performed using the
calculator's built in Simpson's rule integration routine (TI-59's Master
Library Program 09). The integral overll is performed by writing a separate

Simpson's rule routine.

Clear Sky:

The clear sky component calculation for the clear sky has the same
form as the overcast sky calculation except for the sky luminance function
and its associated inputs. The clear sky luminance function that will be
used is consistent with the function presently being considered by the CIE

Technical Committee TC--I;.Z,7 which is given by the following formula:

L@ _ N @
L(0) F, s s s e o s s s 8 e s o e s s 4 e
where
L(8) = Luminance of sky position at angle &
L{0) = Luminance of the zenith
F, = (1-e~0.32secB) (9 91+10eB+0.45c05%)
Fy = 0.274(0,91+10e~395+0,45c05285)
8 = Angle from the zenith to sky position
6g = Angle from the zenith to the sup

& = Angle of the sun from L(8)=cos™!(sinsd sines‘cos€?+fw—fs)+cose cosBg)
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In addition the sky component calculation for the clear sky requires
added inputs: Og, the angular zenith distance of the sun;j fs, the angular
azimuthal distance of the sun from south;'fw, angular azimuthal distance
of the window normal from south; and Nsc, normalization factor which is
the illumination on a horizontal plane from the hemisphere times
the factor F, (see Equation 4) divided by the zenith luminance, L(0).

This normalization factor has been integrated numerically and is docu-
mented in Table 1. Fits for the clear sky normalization factors are
presented, for user convenience, in Tables A and B,

As in the overcast sky program the integration is done over a rect-
angular coordinate system by an integral derived from equations (2), (4)
and the previously presented angular relationships. The integral is given

as follows:

SO = _1.018T(0) sin%ﬂ.cosilcoslf )
= x
T Nse . N 5/2
1
2 2 20 ein20 11372 _ 0.32 x*?
(1 + { sin 0+ cosx'f (cosZfl-sin .ﬁ.)) ) (1 - e m %

(0.91 + 106738 + 0.45c0s%8) afdfle . . .o hth et . (5)

where 1 )
S - cos-l(—x%. (sin_.ﬂ.sines cos({+fw—fs) + cosdl.cos@g cos{)§

The limits of the integral are again given by the angular coordinates
of the four corners of the window. The integral over‘e is performed using
the calculator's built in Simpson's rule integration routine (TI-59's

Master Library Program 09). The integral overdL is performed by writing a

separate Simpson’s rule routine,

THE EXTERNALLY REFLECTED COMPONENT
The externally reflected component is the ratio between the daylight
illumination at a point in the interilor which is received directly from

external surfaces and the simultaneous exterior illumination available on
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a horizontal surface from an unobstructed sky.

Overcast Sky:

The externally reflected component from an overcast sky can be deter-
mined by considering the external obstruction that is visible from the
reference point as an effective sky component (SCe) whose luminance is some
fraction of the sky that is obscured. The effective sky component for any
obstruction is calculated by the Sky Component Program for the overcast
sky, this value is then converted into the externally reflected component
by correcting for the reduced luminance of the obstruction compared with
the luminance of the sky. In cases where the obstruction is below 20°, its
luminance is usually assumed to be one fifth that portion of the sky that
is obscured. For such cases, the effective sky component of the obstruction

is divided by 5, so that the ERC is:

ERC =__S£5:_E...

In cases where the obstruction is above 20°, its luminance is usually as-
sumed to be one tenth that portion of the sky that is obscured. For such
cases, the effective sky component of the obstruction is divided by 10, so
that the ERC is:

SC
10

ERC =
Clear Sky:
The externally reflected component from a clear sky has not yet been
introduced into the programmable hand calculator procedure. However, hori-
zontal shading devices can be modeled by assuming an effective window and

neglecting the luminance of the under side of the device, which is usually
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small. Work is in progress to extend the programmable hand calculator
procedure to include the externally reflected component for more complex
obstructions. The present procedure may be used with no loss in accuracy

when there are no external obstructions visible from the reference point.

THE INTERNALLY REFLECTED COMPONENT

The internally reflected component is the ratio between the daylight
illumination at a point in the interior which is received after being
interreflected off interior surfaces and the simultaneocus exterior illu-
mination available on a horizontal surface from an unobstructed sky. Pre-
sently there are two approaches for calculating the internally reflected
component, the split flux method and the more accurate finite difference
method. The approach that will be used here is the split flux method, the
simpler of the two.

The split flux method divides the light entering the room into two
parts (see Figure 3), light received directly from the sky and that re-
ceived directly from the ground. The light from the sky on entering the
room is considered to be modified by the average reflectance of the floor
and those parts of the walls below the mid-height of the window. The light
from the ground is considered to be modified by the average reflectance of
the ceiling and those parts of the walls above the mid~height of the window.

The formula for the average IRC is given as:8

IRC = A (FrRey + FgoRew) X 1007 o o o v v v oo o o (6)
where
T = Transmittance of glass
W = Area of window
A = Total area of ceiling, floor and walls including area of window
R = Average reflectance of the ceiling, floor and all walls, including

window
Average reflectance of the floor and those parts of the walls,

Ry
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below the plane of the mid-height of the window (excluding the
window-wall)

Average reflectance of the ceiling and those parts of the walls,
above the plane of the mid-height of the window (excluding the
window-wall)

fg = Window factor due to the light incident on the window from sky

fg = Window factor due to the light incident on the window from ground

Overcast Sky:

The internally reflected component from an overcast sky is determined
by equation (6). The various window (transmittance and area) and room (sur-
face areas and reflectances for walls, ceiling and floor) conditions are
determined from the design, while the window factors are determined as
follows; fg from Table 2 for various angles of obstructions, and fg by
multiplying the reflectances of ground surface (Rg) by the ground con-
figuration factor (Gg¢) which is always 0.5 for a horizontal ground plane.
The various values are then entered into the IRC program which calculates

the average internally reflected component for the entire room.

Clear Sky:

The internally reflected component from a clear sky is also determined
by equation (6). However, because direct solar illumination is contributing
illumination to the ground, fg and fg are calculated differently., The win-
dow factors for fg have been precalculated and are documented in Table 3
for various window orientations and solar altitudes, while fg is determined
as follows:

(E + E ) xR x G

f=—sum sy B ef L LD
g E
sky
where
Es n - Illumination from the sun (from Figure 37A in the Recommended
v Practice of Daylighting)
ESky = I1lumination from the sky (from Figure 36B, C, or D in the Recom-

mended Practice of Daylighting)
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Reflectance of ground plane
Ground configuration factor (for a horizontal surface this value

is always 0.5)

R
g
Gef

The various values are then entered into the IRC program which calculates
the average internally reflected component for the entire room.

Fits for the clear sky window factors equation are presented in Tables

A and B, for user convenience.

THE TOTAL DAYLIGHT FACTOR

The total daylight factor is the sum of the sky component (SC), the
externally reflected component (ERC) if present and the internally re-
flected component (IRC) programs. However, in order that the daylight
factor be useful it needs to be converted into daylight illumination. This
is accomplished by determining the exterior sky illumination incident on
a horizontal surface, from Figures 36B, C, or D in the Recommended Practice
of Daylighting2 or some other daylight availability reference; this value
is then mul;iplied by the daylight factor in order to get the interior

daylight illumination.

VALIDATION OF PROPOSED PROCEDURE

Both the overcast and clear sky programmable hand calculator procedures
have been validated against the Lumen IT computer program, The Lumen IT pro~-
gram was selected because it is well documented, has undergone extensive
testing, and its daylighting features have been compared favorably to a series
of physical model measurements.

Figure & illustrates the 20'x20'x10' room with 6'x16"' window 2.5' high
that was used in both the overcast and clear sky examples. Within this room
a 2,5'x2,5" grid (49 reference points) 2.5' high was selected for analyses.
External and internal conditions were then established as criteria for these
examples.

The external conditions for these examples assumed the following para-
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Date: June 21

Time: 8:20

Area Condition: Rural

Climate Condition: Temperate

Sky Condition: Overcast and Clear

Solar Altitude: 40°

Solar Azimuth: 90°

Window Orientation: 90° west of sun

Illumination from sky on ground: 1268 footcandles from overcast sky,
1374 footcandles from clear sky (Lumen II values)

Il1lumination from sun on ground: 5192 footcandles for clear sky only
(Lumen II value)

Ground Reflectance: 20%

Obstruction: Nomne

The internal conditions for these examples assumed the following para-
meters.,

Room Length: 20 feet

Room Width: 20 feet

Room Height: 10 feet

Sill Height: 2.5 feet

Ceiling Reflectance: 70%

Wall Reflectance: 607

Floor Reflectance: 40%
Glazing Type: Clear, 857 Transmittance

Overcast Sky:

The sky component program took approximately 5 minutes for data entry
and another 60 minutes (1.2 minutes/reference point) to calculate the 49
reference points (It should be pointed out that for a room of this size,
4 to 9 reference points would be sufficient for daylighting analysis).
However the designer does not need to be present for the calculation phase
if a PC-100 printer is used. The results of the sky component program are
presented in Table 4.

The externally feflected component was omitted because no obstructions
are present.

The internally reflected component program took approximately 4 minutes

for data entry and another minute to calculate the average IRC.



The daylight factor was th;L1&etermined by adding the calculated
internally reflected component of 2.6% to the 49 sky component values.
Finally, the daylight factors are multiplied by the horizontal illumina-
tion available from an unobstructed overcast sky (1268 footcandles) in
order to determine the daylight illumination incident on the reference
points. The daylight illumination for the 49 reference points are pre-
sented in Table 5.

A Lumen I1I daylighting analysis was then performed utilizing the
same parameters as was assumed in the programmable hand calculator pro-
cedure. The daylighting illumination for the 49 reference points are
presented in Table 6.

The percent difference between the Programmable Hand Calculator Pro-
cedure and Lumen II were calculated and are presented in Table 7. From
Table 7 it can be observed that except for the 7 reference points in the
row along the window (which can be explained by the fact that Lumen II
does not correct for angle of incidence losses), the Programmable Hand
Calculator Procedure results are within ¥ 57 of Lumen II results. The
difference between the averages is 3.4 footcandles, the ratio of the aver-
ages is .97, and the standard deviations for the Programmable Hand Calcu-
lator Procedure and Lumen II are 74.83 and 81.79 respectively. These re-
sults suggest a satisfactory correlation between the proposed procedure

and Lumen ITI for this example.

Clear Sky:

The sky component program took approximately 5 minutes for data entry
and another 150 minutes (3 minutes/reference point) to calculate the 49
reference points (Again it should be pointed out that for a room of this

size, 4 to 9 reference points would be sufficient for daylighting analysis).



Again the designer does not neéa1%5 be present for the calculation phase
if a PC~100 printer is available. The results of the sky component program
are presented in Table 8.

The externally reflected component was omitted because no obstructions
are present.

The internally reflected component program took approximately 4 minutes
for data entry and another minute to calculate the average IRC.

The daylight factor was determined by adding the calculated internally
reflected component of 6.4%7 to the 49 sky component values presented in
Table 8. Finally, the daylight factors are multiplied by the horizontal
illumination available from an unobstructed clear sky (1374 footcandles)
in order to determine the daylight illumination incident on the reference
points. The daylight illumination for the 49 reference points are presented
in Table 9.

A Lumen II daylighting analysis was then performed utilizing the same
parameters as was assumed in the programmable hand calculator procedure.
The daylighting illumination for the 49 reference points are presented in
Table 10,

The percent difference between the Programmable Hand Calculator Pro-
cedure and Lumen II were calculated and are presented in Table 11, From
Table 11 it can be observed that except for 8 reference points in the rear
corner of the room and again for the reference points along the window the
Programmable Hand Calculator Procedure results are within * 5% of Lumen II
results, The difference between the averages is 5.7 footcandles, the ratio
of the averages is .97, and the standard deviations for the Programmable
Hand Calculator Procedure and Lumen II are 72.10 and 78.30 respectively.
Here again the results suggest a satisfactory correlation between the pro-

posed procedure and Lumen II for this example.
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An accurate, simple and relatively fast procedure for calculating
daylight has been presented which links itself with internationally recom-
mended practices. It is hoped that the application of this procedure will
encourage the use of daylighting, as well as placing daylighting in a pro;
per relationship to other design considerations. A lengthier version of
this paper which includes a detailed program description, program listings,
user instructions and several worked examples is available from the authors
at: Windows and Daylighting Program, Lawrence Berkeley Laboratory, Building

90, Room 3111, Berkeley, California, 94720,
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Figure 1. Components of the daylight factor



Figure 2.
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Zp

Angular coordinate system of window
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Table 1

Clear Sky Normalization Factors

Solar Altitude

10°
20°
30°
40°
50°
60°
70°.
80°
90°

N

AC

W NN NN NN NN

.129
.353
.547
.702
.820
.906
.964
.998
.009
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Figure 3. Conceptual illustration of the split flux method



-19-

Table 2.

Angle of obstruction

measured from fS

center of window

no obstruction .39
10° .35
20° .31
30° .25
40° .20
50° 14
60° .10
70° .07
80° .05




Solar

Altitude

10°
20°
30°
40°
50°
60°
70°
80°
90°
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Table 3
Clear Sky Window Factors (fé)

Window Azimuth from Sun

0° 45° 90° 135° 180°
1.54 1.23 0.65 0.50 0.51
1.41 1.13 0.60 0.45 0.44
1.23 1.00 0.56 0.41 0.40
1.05 0.87 0.52 0.38 0.37
0.89 0.75 0.49 0.37 0.35
0.74 0.65 0.47 0.37 0.35
0.62 0.56 0.45 0.38 0.36
0.52 0.49 0.44 0.40 0.39
0.44 0.44 0.44 0.44 0.44
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Table A

First Fits to Clear Sky Normalizations (NAQ) and Window Factors (fA)

¥ 2 i
N = 3 A, X
AC . 1
i=0
Table of Ay
0] 1 2
Ai 2.7604 .5538 -.3139

Maximum error* = 0.6% at Bé = 0°,

Root-mean square (average) error* = 0.3%.

+ 2 2 .
£, = I I B %y’
i=0 j=0 *J
Table of Bij
N
i 0 1 2
0 .5124 .3176 .1632
1 ~.1438 -.2777 -.2143
2 .0701 -.0654 .0220

Maximum error* = 12.9% at GA = 90°, ¢ = 0°.

Root-mean square (average) error¥* = 2.8%.

+X = (0, - 45) /45 where 6A = golar altitude in degrees.

Y = cos(¢) where ¢ = window azimuth from sun.

*The numerical evaluations of Neo and fA are presumed to be accurate
to ~0.01%. The quoted errors are the errors of the fit relative to
these numerical estimates.
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Table B
Second Fits to Clear Sky Normalizations (NAQ) and Window Factors (fA)

4 i
NAQ = iio Ai X
Table of Aj
i 0 1 2 3 4
Ai 2.766521 .547665 ~.369832 .009237 .059229

Maximum error* = 0.3% at 65 = 0°.

Root-mean square (average) error* = 0.1%.

s 4 4 .
£, = I I B, x* yd
i=0 j=0 *J
Table of Bij
i

i 0 1 2 3 4

0 . .505551 .305110 184461 0 -.029975
1 -.142919 -.357353 -.384803 0 .093932
2 .089048 L048448 .177271 0 -.076023
3 .010839 .119970 .158878 0 -.043539
4 -.022966 -.120651 -.141648 0 .057687

Maximum error* = 2.1% at Gé = 90°, ¢ = 0°.

Root-mean square (average) error® = 0.6%.

X = (GA - 45)/45 where 6, = solar altitude in degrees.
= cos(¢) where ¢ = window azimuth from sun.

*The numerical evaluations of N, and f, are presumed to be accurate
to ~0.01%. The quoted errors are the errors of the fit relative to
these numerical estimates.
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Table 4.

B P T TS R R T T T R

PROGRAMMABLE HAND CALCULATOR PROCEDURE
R T T L P P T T T

SKY COMPONENT FOR OVERCAST SKY

WORKING PLANE HEIGHT: 2.50

ABS. Y ABSOLUTE X~-COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

E S PR R A T e S S e e

17.5 * .6 .6 .7 .7 .7 .6 .6

15.0 * .8 .9 1.0 1.1 1.0 .9 .8

12.5 % 1.2 1.5 1.7 1.7 1.7 1.5 1.2

1o.o0* 2.0 2.5 2.9 3.0 2.9 2.5 2.0

7.5% 3.5 4.7 5.4 5.6 5.4 4.7 3.5

5.0*% 6.5 9.3 10.6 10.9 10.6 9.3 6.5

2.5 % 12,3 18.5 20.0 20.2 20.0 18.5 12.3
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Table 5.

B R R A S S RS S T S S

PROGRAMMABLE HAND CALCULATOR PROCEDURE
FREARAAIRARRAR A AR AR ARAAAR SRS hohddhdhs

ILLUMINATION FOR OVERCAST SKY

WORKING PLANE HEIGHT: 2.50

AVERAGE: 99.6 MINIMUM: 40.6 MAXIMUM: 289.1

STANDARD DEVIATION: 74.83

ABS. Y ABSOLUTE X~COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

ER A S S S S S T S e

17.5 * 40.6 40.6 41.8 41.8 41.8 40.6 40.6

15.0 * 43.1 44,4 45.6 46.9 45.6 44.4 43.1

12.5 % 48.2 52.0 54.5 54.5 54.5 52.0 48.2

10.0 * 58.3 64.7 69.7 71.0 69.7 64.7 58.3

7.5 % 77.3 92.6 101.4 104.0 101.4 092.6 77.3

5.0 *# 115.4 150.9 167.4 171.2 167.4 150.9 115.4

2.5 % 188.9 267.5 286.6 289.1 286.6 267.5 188.9
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Table 6.

B3 ST S R R S

LUMEN II DAYLIGHTING ANALYSIS
kkkkkdhhihlhhhhdhihhihhdhihks

ILLUMINATION FOR OVERCAST SKY

WORKING PLANE HEIGHT: 2.50

AVERAGE: 103.0 MINIMUM: 42.0 MAXIMUM: 317.9

STANDARD DEVIATION: 81.79

ABS. ¥ ABSOLUTE X-COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

e LTI IS T S S T S

17.5 * 42,1 42.4 42.0 42.9 42.7 42.4 42.4

15.0 * 44.8 46.3 46.1 47.2 46.9 46.5 44.8

12.5 % 49.6 52.3 53.3 54.7 54.3 52.3 49.6

10.0 * 58.9 65.0 67.9 70.5 68.8 65.0 58.9

7.5 % 76.9 90.7 98.1 101.5 98.9 90.7 76.9

5.0 * 116.4 150.4 165.9 171.1 166.7 150.4 116.4

2.5 % 205.2 290.2 312.6 317.9 313.3 290.2 205.1
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Table 7.

E T S P R S T R T Y P P T T T T T

PERCENT DIFFERENCE BETWEEN PROPOSED PROCEDURE AND LUMEN II
ERERRAAARAR I AR AR AR AR ARKARRALARARA A AR AARR AR AR A AR A RS A DRI hd Ak

FOR OVERCAST SKY

PROPOSED PROCEDURE - LUMEN II

PERCENT DIFFERENCE = LUMEN II x 100%
ABS. Y ABSOLUTE X-~COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

EX T e e e R R R e e e

17.5 % -3.6 -4.2 -0.5 =-2.6 =-2.1 -4.2 =-4.2

15.0 * -3.8 -4.1 -1.1 -0.6 -2.8 =-4.5 -3.8

12.5 * -2.8 -0.6 +2.3 -0.4 +0.4 -0.6 -2.8

10.0 * -1.0 -0.5 +2.7 +0.7 +1.3 -0.5 -1.0

7.5 % +0.5 +2.1 +3.4 +2.5 +2.5 +1.9 +0.5

5.0 # -0.9 +0.3 +0.9 +0.1 +0.4 +0.3 -0.9
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Table 8.

B e e L S e e

PROGRAMMABLE HAND CALCULATOR PROCEDURE
kkhhkkkkhkkhhhhkhhhkhhhhhhhddhihhhhhiik

SKY COMPONENT FOR CLEAR SKY

WORKING PLANE HEIGHT: 2.50

ABS. Y ABSOLUTE X-COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

ER S 3 e T P e A

17.5 % 1.1 1.1 1.2 1.1 1.1 1.0 0.9

15.0* 1.5 1.6 1.7 1.6 1.5 1.3 1.1

12.5 % 2,2 2.4 2.5 2.4 2.2 1.9 1.6

10.0* 3.3 3.7 3.9 3.8 3.4 2.9 2.2

7.5% 5.2 6.1 6.4 6.3 5.7 4.6 3.3

5.0 * 8.7 10.5 11.2 11.0 10.0 7.9 5.1

2.5 % 14.8 18.1 18.6 18.5 17.6 14.8 8.0
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Table 9.

EE T BT T T T T R T S

PROGRAMMABLE HAND CALCULATOR PROCEDURE
T T T T e e e T S S L S

ILLUMINATION FOR CLEAR SKY

WORKING PLANE HEIGHT: 2.50

AVERAGE: 163.3 MINIMUM: 100.3 MAXIMUM: 343.5

STANDARD DEVIATION: 72.10

ABS. ¥ ABSOLUTE X-COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

Y I Tl bt T T I e T TR L

17.5 *# 103.1 103.1 104.4 103.1 103.1 101.7 100.3

15.0 * 108.5 109.9 111.3 109.9 108.5 105.8 103.1

12.5 % 118.2 120.9 122.3 120.9 118.2 114.0 109.9

10.0 *# 133.3 138.8 141.5 140.1 134.7 127.8 118.2

7.5 % 159.4 171.8 175.9 174.5 166.3 151.1 133.3

5.0 ¥ 207.5 232.2 241.8 239.1 225.3 196.5 158.0

2.5 % 291.3 336.6 343.5 342.1 329.8 291.3 197.9
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Table 10,

kkhhhhihhhhihhhihhhihhhdhriih

LUMEN IT DAYLIGHTING ANALYSIS
kkkEhikhhdhhdhhhihhhhidhidhhhikk

TLLUMINATION FOR CLEAR SKY

WORKING PLANE HEIGHT: 2.50

AVERAGE: 169.0 MINIMUM: 105.3 MAXTMUM: 379.3

STANDARD DEVIATION: 78.30

ABS. Y ABSOLUTE X-COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

Ex e e P e e T A e T e

*

17.5

111.3 111.1 107.8 108.8 107.6 105.8 105.3

15.0 * 118.7 117.1 114.4 115.4 113.5 111.6 107.8

12.5 % 127.2 127.7 123.0 124.6 122.0 117.3 112.6

10.0 * 141.6 144.5 141.6 141.2 136.6 128.9 120.7

7.5 % 166.1 173.9 172.9 171.9 161.8 148.3 132.3

5.0 ¥ 215.9 235.3 239.2 236.6 220.0 189.7 154.3

2.5 % 322.2 371.2 379.3 376.0 353.2 297.2 196.6
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Table 11,

fekkhdkfhhkhhkhihhihhhkhkhhhhhdbiihdhdifbdhdidiiidddiddddhditd

PERCENT DIFFERENCE BETWEEN PROPOSED PROCEDURE AND LUMEN TII
P T T e T R T e e e e e

FOR CLEAR SKY

PROPOSED PROCEDURE - LUMEN IT

PERCENT DIFFERENCE = LUMEN 1T x 100%
ABS. Y ABSOLUTE X-COORDINATE(S)
COOR. 2.5 5.0 7.5 10.0 12.5 15.0 17.5

FETA I AT IR T A T R L PR L e S e

17.5 * -7.4 -=7.2 -3.2 -5.2 -4.2 =3.9 -4.7
15.0 * -8.6 -6.1 -2.7 -4.8 =4.,4 -5.2 -4.4
12,5 % -7.1 =5.3 —0.6 -3.0 -3.1 -2.8 =-2.4
10.0 * -5.9 -3.,9 -0.1 -0.8 -1l.4 =-0.9 -2.1
7.5% -4.,0 -1.2 +1.7 +1.5 +2.8 +1.9 +0.8
5.0 % =3,9 =-1.3 +1.1 +1.1 +2.4 +3.6 +2.4

2.5*% -9.6 -9.3 -9.4 -9.0 -6.6 -2.0 +0.7



